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SYMBOLS USED

A Prohibition symbol: it prohibits the 
carrying out of specific operations.

F Attention symbol: accident prevention 
rules for the operator.

B Warning symbol: there is the possibility 
of damaging the cabinet and/or its 
components.

L Note symbol: it provides useful 
information.

Personal protection equipment

Safety shoes

Protective gloves

Safety glasses

Safety helmet

Safety vests
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1. INTRODUcTION

1.1 Scope

The document "Disassembly manual" indicates 
how to disassemble EPTA's products. In this 
document are indicated the steps to follow to 
disassemble horizontal cabinets.
 
It also contains information how to protect the 
safety of the persons in charge of disassembling.
Instructions for use are also available on:
www.costan.com.

1.2 General safety information

F Do never interrupt the cooling chain of 
displayed goods.

F Before starting the disassembly 
procedure, disconnect the equipment 
from the electrical power supply and 
secure against re-connecting by 
unauthorized persons.

F Ensure that the working area is 
sufficiently illuminated during 
disassembly activity and use an 
additional lighting source if necessary.

F Beware of touching any part of the 
cabinet without DPI.

1.3 Reasons for a correct 
disassembly

In order to guarantee the correct disposal of the 
materials that make up the cabinet, it is 
important to proceed with a correct disassembly.
 
Correct disassembly thus allows us to increase 
the percentage of recyclability.
 
Note: the materials must be disposed of in 
accordance with the law or disposal regulation 
in force.
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2. PROcEDURE

1) Secure the cabinet, disconnecting the power.

Fig. 1

2) Position of the electrical panels.

Fig. 2

3) Check the serial plate if the cabinet is plug-in 
or remote.
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Read Operator’s Manual
available at 

www.eptarefrigera�on.com
or calling +39 0437 968379

SISTEMA DE CALEFACCIÓN 
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Fig. 3

4) Unscrew the bottom panels.

Fig. 4

5) Open the slides and unscrew the screws. 
Remove the side handrail.

Fig. 5
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6) Open the slides and unscrew the screws. 
Remove the front handrail.

Fig.6

7) Open the slides and unscrew the screws.
Remove the brackets.

Fig. 7

8) Unscrew the screws on the four sides of the 
covers. Remove the covers one by one.

Fig. 8

9) Remove the internal glasses.

Fig. 9
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10) Remove the bulb holders and bulbs.

Fig. 10

11) Remove the profiles.

Fig. 11

12) Remove the center panels and brackets.

Fig. 12

13) Remove the brackets. Remove the insulator.

Fig. 13
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14) Remove the bulb holders and bulbs.

Fig. 14

15) Remove the bottom planes.

Fig. 15

16) Remove the central part.

Fig. 16

17) Remove the bottom shelf supports. Remove 
the fan holders.

Fig. 17
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18) Remove the side grilles.

Fig. 18

19) Remove the side uprights. Remove the 
internal glasses.

Fig. 19

20) Remove the side bumpers.

Fig. 20

21) Remove the glasses.

Fig. 21
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22) Remove the uprights. Remove the panels.

Fig. 22

23) Remove the electrical boxes and the control 
panel.

Fig. 23

24) Remove the bottom and disassemble the 
base.

Fig. 24




